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Plans and Specifications: 
Contract Plans from VTrans  

 
Design References: 

United States Steel Sheet Piling Design Manual, 1984 
Caltrans Trenching and Shoring Manual, 2011 
LRFD Steel Design, 2nd Ed., Segui, 1999 
LRFD Manual of Steel Construction, 2nd Ed., AISC, 1998 

 
Description of Cofferdams: 

Cofferdams are to be installed for the construction of piers 1 and 2 on the new bridge 
46A.  Sheet piling will be driven to refusal at bedrock to encompass the new pier 
footing and existing pier column.  Internal walers and bracing will be installed as 
excavation proceeds. 
 
At pier 2, a tremie seal will be placed if dredging yields excessive seepage, 
uncontrollable by conventional means.  A separate submittal will be provided if a seal 
is needed. 
 
Cofferdam installation, excavation, pier construction, and backfill will occur with the 
existing bridge still in service.  After removing cofferdam the bridge will be closed 
and piers demolished to 2’ below grade. 
 

Design Method: 
Allowable stress design is used throughout.  The allowable structural stresses will 
generally be limited to 0.6 * the yield or other critical stress.  For soil pressures, the 
passive pressure, including a reduction factor appropriate to the value of δ/Φ, is 
divided by a factor of safety = 1.3.  For LRFD portions of steel design checks, factor 
loads by 1.5 (with Φ typ = 0.9, this gives 0.9/1.5 = 0.6 allowable stress) 
 

Soil Properties: 
 
See borings B103 and B104 for Pier 1, and B105 and B106 for Pier 2.  This is a 
loose-to-medium silt/sand soil to shallow rock, taken as cohesionless, with properties 
in the cofferdam zones estimated as follows: 
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Pier 1: 
N = 10 blows/ft (uncorrected, conservative) 
Unit weight γ = 110 psf 
Soil friction angle Φ = 30˚ 
Sheet friction angle δ = 15˚ 
 
For the ground angle β = 0˚ (equipment pad area and bottom of dredged cofferdam),  
using log-spiral chart: 
β/Φ = 0.0 
Ka = 0.32 
δ/Φ = 0.5, so from the reduction factor chart: 
Kp =6.5 * 0.746 / 1.3 = 3.73, including a factor of safety of 1.3 
 
Pier 2: 
N = 7 blows/ft (uncorrected, conservative) 
Unit weight γ = 110 psf 
Soil friction angle Φ = 29˚ 
Sheet friction angle δ = 15˚ 
 
Ground slope at the faces of cofferdam is not significant, as the slope is generally 
parallel with the wall.   
β/Φ = 0.0 
Ka = 0.33 
δ/Φ = 0.5, so from the reduction factor chart: 
Kp =6.0 * 0.746 / 1.3 = 3.44, including a factor of safety of 1.3 
 
The pier 2 soil is slightly less favorable.  Use these values for cofferdam design. 
 
The water elevation is taken as el. 425’, based on OHW in the plans, and river water 
levels in 2015 not exceeding el. 425’.  Work will be done in late fall/winter, when 
water levels are low. 
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Steel Piling properties: 
Steel used in the sheet piling and H-piles has a yield stress of 50 ksi; allowable 
bending stress = 50 ksi *0.6 = 30 ksi. 
 
For sheet piling, use PZ27 or equal.  S (per foot of wall) = 30.2 in3, so allowable 
bending moment Mallow = 30 ksi * 30.2 in3 = 906 k-in / 12 = 75.5 k-ft = Mallow on 
sheeting. 

 
 
Crane Load: 

The largest crane available will be checked.  This is a 138 HSL, 80-ton crawler crane 
(weight is described below).  The pick load is taken as the heaviest of the following 
conditions: 
 
ICE 416 vibratory hammer: 
Hammer and hose: 10,175 lb. 
60’ long HP12x53 pile: 3,180 lb (governs over 40’ sheet * 40.5 lb/ft) 
Allowance for hook and rigging: 500 lb. 
Total = 13,900 lb pick 
  
Clamshell bucket: 
4,000 lb bucket + 2 CY soil @ 120 pcf = 10,480 lb pick 
 
Gross crane weight = 161,804 lb (see below output). 
 
An excavator (CAT 429) has a gross weight of 70,000 lb.  The crane load governs. 
 
From the sketch below and ground bearing pressure program output, keep the pick 
radius at a maximum of 40’, to provide even ground loading onto the crane mats.  
Chart capacity at 40’ = 35,000 lb with max counterweight, ok.   
 
Crane pressure is evenly distributed on crane mats, with a crane footprint of 20’x17’. 
Average ground bearing pressure = 162 k / (20’ * 17’) = 0.47 ksf, starting 2’ from 
wall, extending 17’ wide. 
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The equipment surcharge horizontal loads can be modeled using a few line segments, based on 
the Boussinesq equation for lateral loading: 

 
 
The internally braced cofferdam uses multiple rows of walers and is relatively rigid.  
Model the lateral soil loading using trapezoidal method, after Teng.  For loose sandy 
soil: 
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Pb = 0.8*Ka*γe*H*cos(δ) 
Ka = 0.33,  
γe = avg effective wt = [110 pcf*5.4’ + (110 – 62.4) pcf*21.6’ ] / 27’ = 60 pcf 

Pb = 0.8 * 0.33 * 60 pcf * 27’ * cos(15˚) = 413 psf 
 
Distribute load to walers modeling sheeting as a beam, including equipment, soil, and 
water loading. Do not include toe resistance at bedrock.  Shoring output for 
WATERB_4: 
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The above loading ignores any possible toe resistance, which would reduce waler 
loading. 
 
Sheet pile bending shown above is inaccurate.  Check bending & reactions with 
Beamboy: 

 

 
Mmax = 29.1 k-ft << 75.5 k-ft.  Sheeting ok in bending. 
Reactions: R1 = 5.92 k, R2 = 5.52 k, R3 = 17.30 k, similar to above, reactions check. 
Sum of reactions = 28.74, check. 
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Check cofferdam for removal of bottom waler line after pouring subfooting: 
Remove bottom brace; take support to subfooting at 1’ below top of subfooter, el. 
409’ = 23’ depth.  From WATERB_5: 

 
Waler 1 reaction = 6.36 k/ft, same as above 
Waler 2 reaction = 8.57 k/ft, governs over 4.33 k/ft above  
Waler 3 reaction = 13.79 k/ft taken up into subfooting. 
 
Check minimum sheet pile bearing on subfooter for allowable concrete pressure: 
13.79 k / 0.5 ksi allowable = 27.58 in2 over a 12” wide section of pile.   
27.58 in2 / 12” = 2.3” height of sheet pile bearing on concrete << 18” + for toe of 
sheets at rock, ok. 
 
Note: need to brace from river side waler to subfooting before removing bottom waler 
line.  For pile embedment in soil, check waler reactions without bottom support.  R1 
= -4.3 k, so soil must take some load, approx 5 k per foot.  For 3’ of compacted fill 
with properties γ’ = 120- 62.4 = 57.6 pcf, Kp = 10*0.674/1.3 = 5.18. 
Total soil resistance = (57.6*5.18+62.4 ) *3’/2 * 3’ = 1.62 k resistance < 5 k, NG.  
Provide braces at the bottom waler line to newly-placed subfooting in the same (3) 
locations as the waler braces. 
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At Pier 2, check unbalanced loading on cofferdam: 
The grade at pier 2 drops off towards the river, with no equipment loading on the 
river side.  Check passive resistance of cofferdam. 

 
Horizontal Loading: 

Horizontal active load: find by summing above waler reactions = 6.59 k + 4.02 k 
+ 18.12 k = 28.73 k per foot of wall 
 
Horizontal passive load: take grade at el. 424’, typical where grade on high side is 
el. 432’.  Take water at el 424’ as well, 1’ lower than on bank side. 
Passive earth pressure = (110 – 62.4 pcf) * 3.44 + 62.4 = 226.1 psf/foot of depth. 
226.1 * 19’ = 4,296 psf at 19’ depth 

 
Resisting force = reaction =  
40.8 k (including 1.3 FoS for passive pressure) > 28.73 k, ok in sliding. 
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Overturning about outer toe point: 
Active overturning moment: 

 
Active overturning moment for horizontal soil pressure = 3,740,000 lb-in / 12,000 
= 312 k-ft 
Active earth and equipment pressures have a vertical component due to wall 
friction.   
 
Total horizontal component = 2*0.44/2 + 3*0.44 + 10*0.305 + 12*0.115 + 
5.4*.413/2 + 21.6*0.413 = 16.22 k 
 
Total downward vertical component = horizontal component * tan(δ) = 16.22 k * 
tan(15) = 4.35 k 
 
Total reduction in overturning moment = 4.35 k * 26’ = 113 k-ft 
Total overturning moment = 312 k-ft – 113 k-ft = 199 k-ft 
 
Passive resistance to overturning: 
From above, the resisting moment = 3,100,000 lb-in / 12,000 = 258 k-ft 
(including 1.3 FoS) > 199 k-ft, ok in overturning. 
 

Check strength of sheeting due to load from top waler brace (see below calcs): 
Say depth of fixity is at second waler line: Mmax = 6.59 k * (15’ – 3.5’)  
= 76 k-ft = 910 k-in. 
Sreq = 910 k-in/30 ksi = 30 in3 per foot of wall.  PZ27 has S = 30.2 in3 per foot of 
wall, ok for original waler location.  Additionally, locate river side waler line at 
el. 423’, so it bears against the soil.  Waler will also transfer some load through 
the side walls into the ground via soil friction. 
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Check waler loading for typical walers:  
Initial determination of waler supports show the following spacings.  The long side 
walers are checked, with the short side walers having more frequent braces and 
therefore lower loading. 
 

14’ max span for bottom waler. 
22’ max span for mid and top waler. 
 
Top Waler Supports: Take 36’ between waler lines at side walls. 

 

 

 
Max reaction = 133 k at knee brace 
Vmax = 71 k. 
Mmax = 232 k-ft = 2,784 k-in 

 
Middle Waler Supports: Take 36’ between waler lines at side walls. 
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Max reaction = 179 k at knee brace 
Vmax = 96 k. 
Mmax = 312 k-ft = 3,744 k-in 
 
Bottom Waler Supports: Take 36’ between waler lines at side walls. 

 

 

 
Max reaction = 251 k at lower middle brace, 193 k at knee braces. 
Vmax = 126 k 
Mmax = 289 k-ft = 3,468 k-in 
 
 



Page 15 of 2515

Check shear on middle and upper walers, using HP14x73 section: 
HP sections do not have web instability, so Vallow = 0.6 (FoS) * 0.6 * Fy * Aw = 0.6 * 
0.6 *50 ksi * 0.505”*11.25” = 102 k 
Max shear above = 96 k.  Shear ok for a W14x73 or greater on middle and upper 
walers. 
 
Check shear on bottom walers, using HP14x102 section: 
HP sections do not have web instability, so Vallow = 0.6 (FoS) * 0.6 * Fy * Aw = 0.6 * 
0.6 *50 ksi * 0.705”*11.25” = 142 k 
Max shear above = 126 k.  Shear ok for a W14x102 or greater on lower walers. 
 
Check bearing for walers: 
Maximum R = 251 k, with the bearing length N = 14” for a 14” waler brace.   
HP14x73 web yield at interior support: Rallow = 0.6 (FoS) *(5k + N) * Fy * tw = 
0.6*(5*1.1875” + 14”) * 50 ksi * 0.505” = 302 k > 251 k, ok 
Web cripple at interior support:  
Rallow = 0.6 (FoS) *0.75*135*tw

2*(1+3(N/d)*(tw/tf)1.5)*√(Fy*tf/tw) = 
0.6*0.75*135*0.5052*(1+3(14”/13.61”)*(0.505”/0.505”)1.5)*√(50 ksi*0.505”/0.505”) 
= 447 k, ok.  Bearing on HP14x73+ waler is okay for lower and upper walers. 
 
Check waler bending: 
 
Mmax for upper walers = 2,784 k-in.  Sreq = 2,784 k-in / (50 ksi * 0.6 FoS) = 93 in3 
if laterally braced.  Waler is continuously braced at sheeting face, and braced at waler 
braces, where max negative bending occurs.   
 
No LTB on walers, as they are connected to the sheeting. 
Check HP14x73.  Web is compact.  Flange is non-compact, check FLB: 
λ = 14.4, λp = 9.19, λr = 22.29.  λp < λ < λr, so: 
Mn = Mp – (Mp – Mr) * (λ – λp)/( λr – λp) 

Mp = Fy*Zx = 50 ksi * 118 in3 = 5,900 k-in 
Mr = (Fy-Fr) * Sx = 40 ksi * 107 in3 = 4,280 k-in 

Mn = 5900 – (5900 – 4280) * (14.4 – 9.19) / ( 22.29 – 9.19) 
Mn = 5,255 k-in; Mallow = 5,255 k-in*0.6,   
For HP14x73, Mallow = 3,153 k-in (is < Mp) > 2,784 k-in,  
HP14x73 waler ok in bending for upper waler at typical locations. 
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Mmax for middle and lower walers = 3,744 k-in.  Sreq = 3,744 k-in / (50 ksi * 0.6 
FoS) = 125 in3 if laterally braced.  Waler is continuously braced at sheeting face, and 
braced at waler braces, where max negative bending occurs.   
 
No LTB on walers, as they are connected to the sheeting. 
Check HP14x102.  Web is compact.  Flange is non-compact, check FLB: 
λ = 10.5, λp = 9.19, λr = 22.29.  λp < λ < λr, so: 
Mn = Mp – (Mp – Mr) * (λ – λp)/( λr – λp) 

Mp = Fy*Zx = 50 ksi * 169 in3 = 8,450 k-in 
Mr = (Fy-Fr) * Sx = 40 ksi * 150 in3 = 6,000 k-in 

Mn = 8450 – (8450 – 6000) * (10.5 – 9.19) / ( 22.29 – 9.19) 
Mn = 8,205 k-in; Mallow = 8,205 k-in*0.6,   
For HP14x102, Mallow = 4,923 k-in (is < Mp) > 3,744 k-in,  
HP14x102 waler ok in bending for middle and bottom walers at typical 
locations. 
 

Check waler loading for walers at clipped corner:  
 
Top Waler Supports at clipped corner: Take 28’ between ends at side walls. 

 

 

 
Max reaction = 174 k at knee brace 
Vmax = 89 k. 
Mmax = 349.0 k-ft = 4,188 k-in 
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Middle Waler Supports at clipped corner: Take 28’ between waler line at side 
walls. 

 

 

 
Max reaction = 234 k at knee brace 
Vmax = 119 k. 
Mmax = 469.2 k-ft = 5,630 k-in 
 
Bottom Waler Supports at clipped corner: Take 28’ between waler lines at side walls. 

 

 

 
Max reaction = 239 k at lower middle brace, 199 k at knee brace. 
Vmax = 123 k 
Mmax = 258.7 k-ft = 3,105 k-in 
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Check shear on middle and upper walers, using HP14x73 section: 
Vallow = 102 k per above 
Max shear for upper waler = 93 k, ok; Shear ok for a W14x73 or greater on upper 
waler, and HP14x102 on middle waler. 
 
Check shear on bottom walers, using HP14x102 section: 
Vallow = 142 k per above 
Max shear above = 126 k.  Shear ok for a W14x102 or greater on lower walers. 
 
Check bearing for walers: 
Maximum R = 250 k, same as above.  Bearing on HP14x73+ waler is okay for 
lower and upper walers. 
 
Check waler bending: 
 
For HP14x73, Mallow = 3,153 k-in (is < Mp) from above 
For HP14x102, Mallow = 4,923 k-in (is < Mp) from above 
Check HP14x117.  Web is compact.  Flange is non-compact, check FLB: 
λ = 9.2, λp = 9.19, λr = 22.29.  λp < λ < λr, so: 
Mn = Mp – (Mp – Mr) * (λ – λp)/( λr – λp) 

Mp = Fy*Zx = 50 ksi * 194 in3 = 9,700 k-in 
Mr = (Fy-Fr) * Sx = 40 ksi * 172 in3 = 6,880 k-in 

Mn = 9700 – (9700 – 6880) * (9.2 – 9.19) / ( 22.29 – 9.19) 
Mn = 9,698 k-in; Mallow = 9,698 k-in*0.6,   
For HP14x117, Mallow = 5,819 k-in (is < Mp) 
 
Mmax for top waler = 4,188 k-in.  Use HP14x102 
Mmax for mid waler = 5,630 k-in.  Use HP14x117 
Mmax for bot waler = 3,105 k-in.  HP14x73 allowable; use HP14x102 for 
consistency. 
 

Check Loading on walers on clipped corner of cofferdam: 
Waler spans 14’ max on the corner.  Check max loading (bottom waler). 
Reaction at top supports = 6.36 k/ft * 14’/2 = 45 k reaction 
Reaction at middle supports = 8.59 k/ft * 14’/2 = 60 k reaction 
Reaction at bottom supports = 18.04 k/ft * 14’/2 = 127 k reaction 
 
Mmax = PL2/8 = 18.04 k/ft * 142 ft2 / 8 = 442 k-ft  = 5,303 k-in 
Per above Mallow, use HP14x102 waler for all clipped corner walers. 
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Check lower waler cross-brace as a beam-column: 
 
For the lower waler brace, try an HP14x117 beam-column.  The transverse load = 
self-weight (taken as 117 lb/ft) + 50 lb/ft workers and incidental load = 167 lb/ft.  For 
beam-column checks, use factored loads (1.50 * service loads).  Max Axial = non-
clipped side = 251*1.50 = 377 k column load, transverse = .167*1.50 = 0.251 k/ft.  
Transverse (vertical) loading is in the weak direction, with web laid horizontal.   
 
Bearing load > 302 k web yield, so include bearing stiffener at waler. 
 
The waler brace length is 25’ between sheets – 2’ for walers = 23’ brace span.  
Assume pinned conditions at brace supports (worst case).  Bending due to transverse 
loads: PL2/8 = 0.251 k/ft * 232 ft2 / 8 = 16.6 k-ft. 
 
Beam bending is taken as the transverse load moment, plus the moment induced by a 
5” eccentricity of the axial load.  Mmax = 16.6 k-ft + 377 k*5/12 ft = 174 k-ft * 12 = 
2088 k-in beam bending moment 
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Strength as column:
Column design chart, HP14x117, 50 ksi, KL = 23':
φ: 0.85
Pn: 945 k
φ*Pn = 803.25 k

Strength as a beam:
Mu = 2088 k-in (imposed moment from calculations above)
Flange properties:
λp: 9.19 λ: 9.245342 λr: 22.29
Flange is non-compact, check strength by FLB (w/ bending in the weak direction)
Fy: 50 ksi
Zy: 91.4 in3
Mp = 4570 k-in Fy*Zy

Fy-Fr: 40 ksi
Sy: 59.5 in3
Mr = 2380 k-in (Fy-Fr)*Sy

Mn: 4560.748 k-in Mp-(Mp-Mr) * (λ - λp) / (λr - λp)
φ: 0.9
φ*Mn = 4104.7 k-in < Mp, ok

Determine the state of LTB:
Lb = 276 in

ry: 3.59 in
Lp = 152.3 in 300*ry/sqrt(Fy)

X1: 3870 ksi
X2: 0.000659 1/ksi^2
Lr = 541.8 in ry*X1/(Fy-Fr) * sqrt(1+ sqrt(1+X2(Fy-Fr)^2) )

Lp < Lb < Lr, so check for inelastic LTB:
Cb: 1.14 for continuous load over simple supports
Mn = 4416.975 Cb*( Mp-(Mp-Mr)*(Lb-Lp)/(Lr-Lp) )
φ*Mn = 3975.278 k-in < Mp, ok

Find the Moment Amplification Factor for the column:
Pu: 377 k (imposed axial load from calculations above)
Pe: 1664.498 k π^2*E*I/L^2
MAF = 1.292816 1/(1-Pu/Pe)

Check Interaction Equation:
Pu/φPn = 0.469343 > 0.2, so check the following:
Pu / φPn + 8/9*(Mu* MAF /Mn) < 1.0  (for the lowest Mn found)

1.012581 = 1.0, HP14x117 beam-column is ok for bottom cross-brace.
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Check lower, middle, and upper knee braces as a beam-column: 

For waler on clipped corner, see above. 
For all knee braces, try an HP14x117 beam-column.  For beam-column checks, use 
factored loads (1.50 * service loads).  Knee braces are at 45˚ to wall.  Max 
perpendicular load = 234 k * 1.5 FoS = 351 k 
Axial load = 351 k /sin(45) = 496 k column load,  
The transverse load = 73 lb/ft self-weight + 50 lb/ft workers etc = 123 lb/ft.   
transverse = .123*1.50 = 0.185 k/ft.  Transverse (vertical) loading is in the weak 
direction, with web laid horizontal.   
 
The waler knee brace length is 11.5’ = 12’ max span.  Assume pinned conditions at 
brace supports (worst case).  Bending due to transverse loads: PL2/8 = 0.185 k/ft * 
122 ft2 / 8 = 3.3 k-ft. 
 
Beam bending is taken as the transverse load moment, plus the moment induced by a 
5” eccentricity of the axial load.  Mmax = 3.3 k-ft + 496 k*5/12 ft = 210 k-ft * 12 = 
2,520 k-in beam bending moment 
 
 



Page 22 of 2522

Strength as column:
Column design chart, HP14x117, 50 ksi, KL = 12':
φ: 0.85
Pn: 1300 k
φ*Pn = 1105 k

Strength as a beam:
Mu = 2520 k-in (imposed moment from calculations above)
Flange properties:
λp: 9.19 λ: 9.2 λr: 22.29
Flange is non-compact, check strength by FLB (w/ bending in the weak direction)
Fy: 50 ksi
Zy: 91.4 in3
Mp = 4570 k-in Fy*Zy

Fy-Fr: 40 ksi
Sy: 59.5 in3
Mr = 2380 k-in (Fy-Fr)*Sy

Mn: 4568.328 k-in Mp-(Mp-Mr) * (λ - λp) / (λr - λp)
φ: 0.9
φ*Mn = 4111.5 k-in < Mp, ok

Determine the state of LTB:
Lb = 144 in

ry: 3.59 in
Lp = 152.3 in 300*ry/sqrt(Fy)

X1: 3870 ksi
X2: 0.000659 1/ksi^2
Lr = 541.8 in ry*X1/(Fy-Fr) * sqrt(1+ sqrt(1+X2(Fy-Fr)^2) )

Lb < Lp, so no LTB; Mn = Mp
Mn = 4570 Cb*( Mp-(Mp-Mr)*(Lb-Lp)/(Lr-Lp) )
φ*Mn = 4113 k-in < Mp, ok

Find the Moment Amplification Factor for the column:
Pu: 496 k (imposed axial load from calculations above)
Pe: 6114.719 k π^2*E*I/L^2
MAF = 1.088276 1/(1-Pu/Pe)

Check Interaction Equation:
Pu/φPn = 0.448869 > 0.2, so check the following:
Pu / φPn + 8/9*(Mu* MAF /Mn) < 1.0  (for the lowest Mn found)

0.982486 < 1.0, HP14x117 beam-column is ok for bot, mid, top knee braces.
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Check waler connections: 

For 7/8” A325 bridge bolts, threads included; design as a bearing-type connection.  
Allowable load is taken as 0.6* LRFD ultimate loading. 
Rallow per bolt = 0.6 FoS * 0.75 * 90 ksi * 0.601 in2 = 24 k per bolt. 
 
Sidewall waler loading: 

 

 

 
Waler loading on the side wall corners is negligible, as above. 
 
For all walers, max reaction at corner = 73 k, round to 80 k 
80 k / 24 k/bolt = 3.3 = 4 bolts required for a standard corner connection.   
 
Bolt spacing is about 6” minimum, and edge distance is about 3”.  Both are >3 
diameters. 
Hole bearing, 0.5” min thick steel: Rallow per bolt = 0.6 * 0.75*2.4*0.875”*0.5”*58 
ksi ultimate 
Rallow = 27 k per bolt > bolt strength, ok. 
 
For the corner knee braces, the angle with the waler brace is 45 deg.  The shear force 
is thus equal to the normal force, neglecting friction. 
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Upper knee brace on clipped side: 174 k / 24 k/bolt = 7.25 = 8 bolts required. 
Middle brace on clipped side:  234 k / 24 k/bolt = 9.75 = 10 bolts required. 
Bottom brace on clipped side: 199 k / 24 k/bolt = 8.3 = 8 bolts required (over by 
3%, ok.). 
 
For the transverse brace at the bottom waler, there is little shear.  167 lb/ft * 12.5’ = 
2.1 k, negligible.  Use a standard 4 bolts in the bottom crossbrace connection.   
 
 

Check waler connection at clipped corner of cofferdam: 
Find the resultant of the side and corner waler load: 

 
Top corner waler: 
X and Y components of corner waler load: 45 k * sin45 = 32 k 
Resultant = √( (58 k + 32 k)2 + 322 k2 ) = 96 k 
Bolts required: 96 k / 24 k = 3.9 bolts = 4 bolts 
 
Middle corner waler: 
X and Y components of corner waler load: 60 k * sin45 = 43 k 
Resultant = √( (78 k + 43 k)2 + 432 k2 ) = 129 k 
Bolts required: 129 k / 24 k = 5.3 bolts = 6 bolts 
 
Bottom corner waler: 
X and Y components of corner waler load: 127 k * sin45 = 90 k 
Resultant = √( (65 k + 90 k)2 + 902 k2 ) = 179 k 
Bolts required: 179 k / 24 k = 7.5 bolts = 8 bolts 
 
Check knee brace bearing plates:   
½” plate used in bolt checks above.  Determine required base plate thickness from 
LRFD, section 11.   
Use factored loads above, max knee brace load = 234 k. 
t = L * √( 2*Pu / 0.9*B*N*Fy ) 
L = max {m, n, λn’) 

m = (N-0.95*d) / 2 = (21”-0.95*21”) /  2 = 0.525” 
n = (B-0.8*bf) / 2 = (14”-0.8*14”) / 2 = 1.4” 
λn’ ( λ = 1.0) = 1.0*√(d*bf)/4 = 1.0*√(21”*14”)/4 = 4.29” 

t = 4.29”* √( 2*234k / (0.9*21”*14”*50 ksi) ) = 0.806”;  
HP14x117 flanges are 0.805” thick. use 0.8” plate for angle brace base plates, 
21”x14” to match HP14 braces on a 45-deg angle. 
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For the bottom waler cross-brace: 
t = L * √( 2*Pu / 0.9*B*N*Fy ) 
L = max {m, n, λn’) 

m = (N-0.95*d) / 2 = (14”-0.95*14”) /  2 = 0.35” 
n = (B-0.8*bf) / 2 = (14”-0.8*14”) / 2 = 1.4” 
λn’ ( λ = 1.0) = 1.0*√(d*bf)/4 = 1.0*√(14”*14”)/4 = 3.5” 

t = 3.5”* √( 2*377 k / (0.9*14”*14”*50 ksi) ) = 1.02”;  
use 1” plate for bottom cross-brace base plate, approx. 14”x14” to match 
HP14x117. 
 
Welds at bearing plates:   
max shear = 234 k.  for 3/8” weld,  
allowable weld stress for A70XX = 70 ksi * 0.9 * 0.6 for shear * 0.6 FoS = 22.6 ksi. 
234 k / 22.6 ksi = 10.5 in2 required weld area. 
3/8” weld has throat of 0.375”*sin45 = 0.265”. 
Require 10.5 in2 / 0.265” = 40”, or 40/14” = 2.8 = (3) 14” runs of weld.   
3/8” weld 1 side of each flange, and half of web.  


